
EXISTING TIMBER FRAME DRY WALL
TO BE DEMOLISHED. DOORS TO BE
STORED & REUSED. REMOVE &
STORE ALL ELECTRICAL FIXTURES.

UP

EXISTING/DEMOLITION FIRST FLOOR PLAN
SCALE: 3/16" = 1'-0"

A-01
AREA = 1,860

16'-9"

Existing Reception station
to remain w/ ceiling
added. See detail D-6.

19'-11"

16'-4"

8'-3"

7'

5'-9"

EXISTING CONCRETE
BALUSTER RAILING
TO BE DEMOLISHED.

2'-6" 12'-7"19'-4"

79'-5"

20'-3"
16'-9"

37'-6"3'

19'-9"

5'-7"

3'

19'-9"

1'-6"

Demolish 1'-6" length of
reception desk. Make edge
good to match existing.

NOTES

· Store existing doors after removal, see architect.

· Demolish railing and store balusters, see architect.

· Remove construction waste material off site as required.

EXISTING  WALLS

KEY
DEMO  WALLS
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EXISTING PLAN
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12' x 10'-4"16' 4" x 9'

OFFICE 3OFFICE 1

REUSE EXISTING TIMBER
DOOR W/ FIXED GLASS .

NEW TIMBER FRAME DRY WALL.
SEE DETAIL D-02 ON SHEET S-01

16' 4" x 9'

OFFICE 2

12' x 10'

OFFICE 4

UP

FIRST FLOOR PLAN
SCALE: 3/16" = 1'-0"

A-01
AREA = 1,860

1O' 3" x 10'

PRIVATE OFFICE

10'1O' 3" x 10'

PRIVATE OFFICE

16'-9"

19'-4"

7'-10" 3'-4"

6'-4"

10'

KEY

EXISTING WALL
NEW 5" DRY WALL

20'-10"

Existing Reception station
to remain w/ ceiling
added. See sheet A-04 .

D1
SYM QTY

36"x 80"

TYPE

DOOR/WINDOW SCHEDULE

2 REUSE EXISTING TIMBER DOOR W/ FIXED GLASS
SIZE (w x h)

2'

3'-4"

19'-9"

19'-11"

8'

16'-4"

8'-1"

7'-5"

5'-9"

D2 36"x 80"1

3'-4"

6'-5"

6'-1"

36"x 36"1W1 DOUBLE SLIDE WINDOW

D3 30"x 80"1 INTERNAL FLUSH TIMBER DOOR

10'-3"10'-3"

6' HIGH TIMBER
PARTITION. SEE DETAIL
D-03 ON SHEET S-02

4'-8" 6' 4'-8"2'

20'-7"

3'-4"

3'-6"

3'-6"

3'-4"

3'-6"

3'-4"

2'

5'

10'-6"

17'-1"

2'

2'-9"

Paint walk path w/ industrial
grade floor paint. See BOQ
for details. 390 sq. ft.

39'-7"

37'-6"

9'-6"

5'

5'

5'

This desk is source
form a supplier.

This desk is source
form a supplier.

This desk is source
form a supplier.

SEE NEW DESK DETAIL
D-05 ON SHEET A-05.

4'-3"

KEEP ONE DOOR CLOSED.

REUSE EXISTING TIMBER
DOOR W/ FIXED GLASS.

INTERNAL FLUSH TIMBER DOOR
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FIRST FLOOR ELECTRICAL PLAN
SCALE: 3/16" = 1'-0"

E-01

RTG.

MCB

LIGHTS: House

CIRCUIT

1

NO. OF NO. OF
POINTS

DESCRIPTION

(A)

EST.
LOAD
(A)

CABLE
SIZE

EST.
LENGTH

mm

1.5

(M)2

SUPPLY FROM: ELECTRICITY METER

PANEL A CIRCUIT SCHEDULE (First Floor)

LOCATION:  FIRST FLOOR
DESCRIPTION:   240V POWER AND LIGHTING

ISOLATOR:   100A DP
VOLTAGE:    240 VOLTS AC

TYPE:      SPN (TYPE A) 8 WAYS 

= 16mm 2
SUPPLY CALE LENGTH & SIZE

SINGLE PHASE

10 Amps

220 outlets 10 Amps2

3 10 Amps

2.5

2.5220 outlets

4

5

5

DESCRIPTION
EST.

(A)
NO. OF
POINTS

SUPPLY FROM: Panel A via 5kva transformer
LOCATION:  FIRST FLOOR
DESCRIPTION:   110V POWER 

PANEL B CIRCUIT SCHEDULE (First Floor)

VOLTAGE:    110 VOLTS AC

OUTLETS: Office

SINGLE PHASE

RTG.

TYPE:      SPN (TYPE A) 8 WAYS

MCB

(A)

20

EST.CABLE

2.5

LOADLENGTHSIZE
mm (M)

SUPPLY CALE LENGTH & SIZE
2

2

= 16mm

1

ISOLATOR:   100A DP

20 Amps

CIRCUIT
NO. OF 

OUTLETS: Office 20 2.52 20 Amps

5

4

4ft. FLUORESCENT FIXTURE

220V DISTRIBUTION PANEL

SINGLE POLE SWITCH 48" A.F.F

DESCRIPTIONSYMBOL

110V DISTRIBUTION PANEL

$

220V OUTLET 18" A.F.F

110V OUTLET 18" A.F.F

INTERNET AND TELEPHONE 

SMOKE DETECTORSD

FIRE EXTINGUISHER 

UP

$ $

$

SD SD

SD SD

SD SD

8,000 BTU 8,000 BTU14,000 BTU

8,
00

0 
B

TU

CONDENSER CONDENSER

NOTES

· 4 AC Units and  4 condensers are

added as shown on this drawing.

· 4 10lbs Common fire extinguisher

added. See BOQ for details.

CONDENSERCONDENSER

WALL MOUNTED FIXTURE 

6'

Ceiling mount 220
& 110 socket

.

OUTLETS: Office 20 2.53 20 Amps4

4 10 Amps2.5220 outlets 4

$

Reuse existing  light fixture
with new switch location .

Reuse existing  light fixture
with new switch location.

Reuse existing light
fixtures & outlets.

Reuse existing light
fixtures & outlets.

New light fixture.

.

Reuse existing  light fixture
with new switch location.

Reuse existing  light fixture
with new switch location

UPVC Wall Trunking
Raceway fluch w/
existing tiled floor.

.
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ELECTRICAL PLAN
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SECTION A
SCALE: 3/16" = 1'-0"

A-03

EXISTING BATHROOMS

10'-3"

Existing
Door

10'

17'-6"

Typ. timber stud
dry wall.

Existing Receptionist Desk

New flush timber door

New wall

15'-9" 13'

2'-9"

6'-8"

13'-9"

6'-4"

2'-8"

2'-8"

2'-9"

2'-7"

2'-7"

2'-7"

17'-6"

7'-8"

6'-9"

4' 2'-4"

WALL FRAMING 
SCALE: 3/16" = 1'-0"

D-1

2'-10" 2'-1"10"

8'-2"

Ex. 2" x 4" timber
double header

Ex. 2" x 4" bottom
plate

Ex. 2" x 4" timber
double door support

Ex. 2" x 4" treated
pine frame

Ex. 2" x 4" top plate

1'-9"

SECTION A
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Existing Slab

2'-8"

2'-8"

2'-9"

2'-7"

2'-7"

2'-7"

17'-6"

1'-9"

WALL FRAMING 
SCALE: 3/8" = 1'-0"

1'-11" 2' 2' 2' 2' 2' 2' 2' 2' 1'-10"

19'-9"

Ex. 2" x 4" timber
double header

Ex. 2" x 4" timber bottom
plate bolted to floor.

Ex. 2" x 4" timber
double door support

Ex. 2" x 4" treated
pine frame

Ex. 2" x 4" top plate

D-02

WALL FRAMING
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Existing Slab

Treated 2" x 4" timber
partition header.

Treated  3 4" plywood  frame
supporting the partition screw
to treated 2" x 4" timber frame
bolt to floor.

2" x 4" frame sandwich
by 2 3 4" plywood finish.

Treated 2" x 4" timber
floor support.3'-10"

3'-10"

6'

2'-10"

2'-10"

PARTITION DETAIL
D-03

SCALE 1/2"= 1'-0"

PLAN VIEW

1
2" finish plywood.

5"

2" x 4" frame sandwich
by 2 3 4" plywood finish.

Treated  3 4" plywood  frame
supporting the partition screw
to treated 2" x 4" timber frame
bolt to floor.

3"

Existing Slab

Treated  3 4" plywood  frame supporting
the partition screw to treated 2" x 4"
timber frame bolt to floor.

PARTITION FLOOR CONNECTION
SCALE 3/4"= 1'-0"

5"

3"

5"

1"

11
2"

5"

3"

PLYWOOD FRAME

PARTITION DETAIL
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RECEPTION DESK SECTION B
D-04

SCALE 1/4"= 1'-0"

13'-11"

11'-10"

4'

New timber
frame dry wall.

Existing Roof

RECEPTION OFFICE

13'-1"

NEW PRIVATE OFFICE

15'-10"

Existing timber
desk

Existing timber
desk

Timber frame
dry wall.

4'

3'

2'-5"

RECEPTION DESK SECTION C
D-04

SCALE 1/4"= 1'-0"

1'-7"

2'-3"

2'

2'

New timber
frame dry wall.

New 36" x 36"
double slide window.

Existing timber
desk

Existing timber
frame dry wall.

Existing timber
desk

Existing Roof

13'-11"

7'-5"

3'-10" 4'-3" 2'-9"

1'-11"

3'

2'-5"

8'-1"

Existing Reception
Desk.

New timber
frame dry wall.

New timber
frame dry wall.

New 36" x 36"
double slide window.

Existing dry wall

RECEPTION DESK

DETAIL
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2'

3'-5"

1" x 2" timber bearer screwed to
existing 8" block wall.

Existing Dry wall.

DESK PLAN
SCALE 3/4" = 1'-0"

2 no. 3 4" thk stain plywood screwed
together @ each 1"x 2" treated pine
support, 3'-5" o.c.

1" x 2" stain treated pine support,
3'-5" o.c.

D-05

2'-6"

2" x 1" bull nose finish

2 no. 3 4" thk stain plywood @ each 1"x 2"

treated pine support, 3'-5" o.c.

1" x 2" timber bearer screwed to existing
5" dry wall

DESK DETAIL
SCALE 3/4" = 1'-0"

2'

Existing Dry wall.

1" x 2" treated pine support, 3'-5" o.c.

1
2" Solid acrylic surface

3
4" plywood

12 no. - 2" Ø holes w/ grommets to
allow computer wire to pass through.

D-05
COMPUTER DESK

DETAIL
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REUSE EXISTING TIMBER
DOOR W/ FIXED GLASS .

340 Sq ft. (x2) wall
surface to paint.

UP

FIRST FLOOR PAINT AREA PLAN
SCALE: 3/16" = 1'-0"

A-01
AREA = 1,860

16'-9"

16'-9"

19'-4"

20'-10"

10'

20'-10"

2'

3'-4"

19'-9"

19'-11"

8'

16'-4"

8'-1"

7'-5"

6'-1"

10'-3"10'-3"

6' HIGH TIMBER
PARTITION. SEE DETAIL
D-03 ON SHEET S-02

20'-7"

5'

10'-6"

17'-1"

2'

Paint walk path w/ industrial
grade floor paint. See BOQ
for details. 390 sq. ft.

39'-7"

37'-6"

9'-6"

5'

5'

5'

4'-3"

KEEP ONE DOOR CLOSED.

REUSE EXISTING TIMBER
DOOR W/ FIXED GLASS.

5'-7" 5'-8"

215 Sq ft. (x2) wall
surface to paint.

265 Sq ft. (x2) wall
surface to paint.

19'-4"

90 Sq ft. (x2) wall
surface to paint.

116 Sq ft. (x2) wall
surface to paint.

480 Sq ft. (x2) wall
surface to paint.

215 Sq ft. wall
surface to paint.

235 Sq ft. (x2) wall
surface to paint. 175 Sq ft. (x2) wall

surface to paint.

50 Sq ft. (x2) wall
surface to paint.

215 Sq ft. wall
surface to paint.

380 Sq ft. wall
surface to paint.

37'-1"

78 Sq ft. (x2) wall
surface to paint.

96 Sq ft. (x2) wall
surface to paint.

56 Sq ft. (x2) wall
surface to paint.

Ministry of
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Public Works

Department

PWD

PAINT AREA PLAN
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